UNITED ILLUMINATING
84"x72"x12"
TRANSFORMER PAD
SPC-P04

NOTES:
1. MEETS MATERIAL SPECIFICATION FOR SPC-P04
2. REINFORCING STEEL CONFORMS TO LATEST ASTM SPEC. A615/A706, GRADE 60, 2" COVER UNLESS NOTED
3. CONCRETE COMPRRESSIVE STRENGTH- 5,000 PSI AT 28 DAYS. SELF CONSOLIDATING CONCRETE.
4. METHOD OF MANUFACTURE: WET CAST.

APPROX. WEIGHT:
5,700 LBS.